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Symbol Qty Label Arrangement
Description

30 S2 SINGLE DSX1 LED 60C 530 40K T2M MVOLT

2 S3 SINGLE DSX1 LED 60C 700 40K TFTM MVOLT

1 S1 SINGLE DSX1 LED 60C 700 40K BLC MVOLT

1 S4 SINGLE DSX1 LED 40C 700 40K LCCO MVOLT

3 E1 SINGLE WST LED P2 40K VW MVOLT

Calculation Summary

Label CalcType Units
Avg Max

Min Avg/Min Max/Min

ROADWAY-1 Illuminance
Fc 1.62 4.1 0.3 5.40 13.67

ROADWAY-2 Illuminance
Fc 1.41 2.7 0.3 4.70 9.00

ROADWAY-3 Illuminance
Fc

1.34 2.4 0.4 3.35 6.00

ROADWAY-4 Illuminance
Fc

1.51 4.3 0.4 3.78 10.75
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2.5 0.6 0.5

2.7 2.8 1.2 1.2 1.1 0.8 0.6

2.0 2.6 2.6 2.4 1.8 1.6 1.4 1.0 0.7 0.5 0.3

1.9 2.3 2.4 2.0 1.8 2.6 2.6 1.9 1.4 1.1 0.8 0.6

1.7 2.0 2.2 1.9 1.7 1.5 3.4 2.7 1.8 1.4 1.1 0.8

1.5 2.0 2.2 2.1 1.3 1.2 1.3 1.0 2.3 2.8 2.3 1.5 1.2 0.9

2.1 2.4 2.2 1.0 1.1 0.9 2.0 2.2 1.8 1.4 1.0 0.8

1.7 2.3 2.4 1.0 1.0 0.9 0.7 2.0 1.7 1.4 1.0

1.8 2.3 0.9 1.1 1.0 2.2 1.7 1.4 1.0

1.4 1.8 1.0 1.3 1.4 3.3 2.6 1.9 1.5

1.0 1.4 1.7 1.5 1.8 3.5 3.8 2.9 2.3 2.0

1.0 1.2 1.6 2.0 3.6 3.5 3.1 2.9

0.9 1.0 1.0 1.6 2.2 2.6 2.6 3.2 3.5 3.3

1.2 1.1 1.7 2.3 2.6 3.1 3.5 3.8 3.3

1.5 1.5 1.1 1.2 1.7 2.2 2.5 2.5 3.9 3.6 3.8 4.1

1.8 1.8 1.4 1.6 1.8 2.1 2.2 3.0 3.9 3.5 3.3 2.7

2.0 2.1 1.6 1.7 1.6 1.6 1.9 1.9 1.3 2.6 2.9 2.6 2.1

2.0 2.3 2.3 1.9 2.0 1.5 1.2 0.8 1.1 1.6 2.0 2.0 1.7 1.4

2.2 2.4 2.0 2.3 1.0 0.9 1.2 1.5 1.6 1.4 1.2

1.7 2.1 2.3 1.9 2.3 2.4 1.1 1.4 1.6 1.4 1.1

1.7 2.0 2.0 2.4 1.4 1.8 1.8 1.5

1.2 1.5 1.7 1.5 1.9 2.2 1.8 2.0 2.1

1.0 1.2 1.5 1.8 2.2 2.4

0.7 0.8 1.0 1.3 2.0 2.4 2.4

0.7 0.7 0.6 0.7 0.9 1.0 1.4 2.0 2.4

0.9 0.8 0.7 0.7 1.5 1.8

1.3 1.2 0.8 0.8 0.8 0.6 1.0 1.4 1.7

1.6 1.5 1.1 0.9 0.9 1.2

1.8 1.9 1.4 1.4 1.1 0.7 0.8 0.9

1.9 2.2 2.2 1.7 1.7 0.7 0.7

2.2 2.4 1.9 2.0 0.9 0.8

1.7 2.3 2.3 1.9 2.3 2.4 1.1 1.2 1.0

1.8 2.1 2.1 2.4 1.5 1.6

1.3 1.6 1.9 1.6 2.1 2.4 1.6 1.8 1.9

1.1 1.4 1.6 1.9 2.0 2.2

0.7 0.9 1.1 1.5 1.9 2.3 2.4

0.6 0.7 0.7 1.0 1.2 1.4 2.0 2.4

0.7 0.6 0.7 0.8 1.5 2.0

1.0 0.9 0.7 0.7 0.7 0.6 1.0 1.5 1.8

1.4 1.2 0.8 0.7 1.0 1.3

1.7 1.7 1.4 1.2 1.1 0.8 0.7 0.9 1.0

1.7 2.0 2.1 1.6 1.4 0.6 0.7

2.2 2.4 1.8 1.9 0.7 0.7

1.9 2.4 2.3 1.8 2.2 2.2 0.9 0.9 0.8

1.9 2.4 2.1 2.4 1.3 1.3

1.5 1.8 2.1 1.7 2.3 2.4 1.5 1.7 1.6

1.4 1.7 1.8 2.1 1.9 2.0

0.9 1.1 1.3 1.7 2.0 1.9 2.3 2.3

0.6 0.8 0.8 1.2 1.5 2.2 2.3

0.7 0.7 0.8 1.0 1.7 2.2

0.9 0.8 0.6 0.6 0.7 0.7 1.2 1.7 2.0

1.2 1.1 0.8 0.7 1.2 1.6

1.5 1.6 1.3 1.0 1.0 0.8 0.7 1.0 1.3

1.6 1.8 1.9 1.4 1.3 0.7 0.8

2.0 2.3 1.6 1.7 0.6 0.6

1.9 2.3 2.4 1.6 2.0 2.0 0.7 0.6

2.0 2.4 2.1 2.4 0.9 0.8

1.5 1.9 2.2 1.7 2.3 2.3 1.2 1.3 1.1

1.6 1.8 1.8 2.3 1.6 1.7
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PLAN

EK100

1

 1/64" = 1'-0"

LEVEL 1 - SITE: PHOTOMETRICS PLAN

SHEET NOTES

1. REFERENCE CIVIL DRAWING FOR ELEVATION

DETAILS.

2. EXISTING UTILITIES SHOWN ARE A BEST EFFORT

COMPILATION OF SURFACE LOCATES AND RECORD

DRAWING RESEARCH.  ACTUAL LOCATION AND/OR

EXISTENCE OF UNDERGROUND UTILITIES MAY

VARY SIGNIFICANTLY FROM PLAN.  ALL UTILITIES

SHOWN TO BE LOCATED BY A PRIVATE TONING

SERVICE AND/OR POTHOLING PRIOR TO

EXCAVATION.

3. REFER TO ARCHITECTURAL AND CIVIL DRAWINGS

FOR EXACT LOCATIONS AND ELEVATIONS OF ALL

LUMINAIRES, TRANSFORMER PADS, AND OTHER

SITE ELEMENTS. 

4. ALL PEDESTRIAN AND VEHICLE TRAFFIC AREAS

SHALL BE PROPERLY ILLUMINATED DURING

EVENING HOURS AS REQUIRED BYOWNER.

CONTRACTOR SHALL BE RESPONSIBLE TO PROVIDE

TEMPORARY LIGHTING WHERE EXISTING LIGHTING

HAS BEEN REMOVED AND PERMANENT LIGHTING IS

NOT YET INSTALLED OR WHERE LIGHTING BRANCH

CIRCUITS HAVE BEEN INTERRUPTED DUE TO

CONSTRUCTION.

5. PROVIDE 22' POLE WITH 36" EXPOSED POLE BASE

FOR TYPES S1-S4.
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